In this study a quantitative analysis was performed on the effect on thermal comfort of the stand fan, a personal cooling device that creates local air currents. A total of 20 environmental conditions (indoor temperatures: 22, 24, 26, 28, and 30 • C; fan modes: off, low (L) mode, medium (M) mode, and high (H) mode) were analyzed using questionnaires on male and female subjects in their 20s and a thermal manikin test. The contents of the questionnaire consisted of items on thermal sensation, thermal comfort, thermal acceptability, and demands on changes to the air velocity. This step was accompanied by the thermal manikin test to analyze the convective heat transfer coefficient and cooling effect quantitatively by replicating the stand fan. Given that this study provides data on the cooling effect of the stand fan in quantitative values, it allows for a comparison of energy use with other cooling systems such as the air conditioner, and may be used as a primary data set for analysis of energy conservation rates.
Introduction
Indoor air velocity is one of the key physical variables affecting occupant comfort, along with dry air temperature, radiation temperature, and relative humidity [1] . However, indoor air velocity has mostly been studied with a focus on draft-air currents that cause thermal discomfort. More recently, the emphasis has been shifting to observe the positive effects of air currents in warm weather conditions that improve occupant comfort and energy conservation [2] . Konz et al. [3] found that an increase in average air current increase by 0.1 m/s (between 0.4 and 1.2 m/s) in oscillating and fixed personal fans can have equal comfort level to a maximum 0.40 • C increase in temperature. Hseieh [4] studied the thermal comfort according to varying temperatures and air velocities with male and female college students of medium activity level and showed that a 0.23 m/s increase of air velocity offset a 1 • C increase. Such a result indicates that at the same activity levels, the existence of a fan may raise the optimal indoor temperature for thermal comfort compared to situations without a fan. Toftum and Nielsen [5] conducted a study of 10 male subjects where they were exposed to average velocity gradually increasing from 0.05 to 0.40 m/s for temperatures between 11 and 20 • C to see if the subjects could feel the movement or air and whether it caused discomfort. In a comparison of dissatisfied responses at two different activity levels, there was less dissatisfaction at high activity levels rather than lower ones. Another study administered a questionnaire to the occupants of schools and offices in Australia. Seventy percent of the respondents answered that when the thermal sensation of the body was slightly warm or hot, they preferred a wind velocity higher than 0.2 m/s. This surpasses
Method
As can be seen in Figure 1 , this study conducted an analysis of the indoor thermal comfort questionnaire following the operation of a stand fan and that of the cooling effect of the stand fan using a thermal manikin. The specifics are as follows:
•
Step 1 : Prior to studying the cooling effect of the fan and its impact on the occupant thermal comfort, the air velocity the temperature at the location of the occupant was measured. Assuming that the occupant would be sitting, the air current was measured at the foot level (0.1 m), head level (1.1 m), and the level parallel to the fan (0.6 m), where the air current was likely to be the strongest.
•
Step 2 : To derive the impact of stand fan operation according to indoor temperature on thermal comfort, a questionnaire was administered to 16 university and graduate students in their 20s.
Indoor temperature conditions were 22, 24, 26, 28 , and 30 • C, and the fan was set to off mode (Off), low mode (L), medium mode (M), and high mode (H), which were combined to create 20 environmental conditions. •
Step 3 : The thermal manikin test was conducted in the environmental chamber. Indoor temperature and relative humidity represented the same conditions as in the questionnaires. The airflow devices were calibrated to the same conditions as the air velocity at the three levels in 1 .
Step 4 : Through the thermal manikin test, the heat flux of each body part was measured and used to obtain the coefficient of convective heat transfer. •
Step 5 : The convective heat transfer coefficient (obtained through the thermal manikin test and the sensitivity of each body part) was utilized to calculate the cooling effect of the stand fan for each of the three modes (L, M, and H). •
Step 6 : A comprehensive analysis of the cooling effect was derived through the questionnaire and the thermal manikin on the stand fan.
The above process is repeated for each set temperature (22-30 • C, 2 • C interval). (Off), low mode (L), medium mode (M), and high mode (H), which were combined to create 20 environmental conditions. •
Step ③ : The thermal manikin test was conducted in the environmental chamber. Indoor temperature and relative humidity represented the same conditions as in the questionnaires. The airflow devices were calibrated to the same conditions as the air velocity at the three levels in ①.
Step ④: Through the thermal manikin test, the heat flux of each body part was measured and used to obtain the coefficient of convective heat transfer. •
Step ⑤: The convective heat transfer coefficient (obtained through the thermal manikin test and the sensitivity of each body part) was utilized to calculate the cooling effect of the stand fan for each of the three modes (L, M, and H).
Step ⑥: A comprehensive analysis of the cooling effect was derived through the questionnaire and the thermal manikin on the stand fan.
The above process is repeated for each set temperature (22-30 °C , 2 °C interval). 
Questionnaire for Thermal Comfort

Setting for the Questionnaire
Standing Fan
The specifications of the fan used to analyze the cooling effect are as shown in Table 1 . As a product of company H, the fan has five 14-inch wings and has the function that allows its four modes to be adjusted by remote control. Its height is adjustable between 0.7 and 0.86 m. This study had the fan's center set at a 0.6-m height for the experiment. This is the same height as the ASHRAE Standard 55-2013 [6] uses to assess thermal comfort with the occupant sitting down. 
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Setting for the Questionnaire
Standing Fan
The specifications of the fan used to analyze the cooling effect are as shown in Table 1 . As a product of company H, the fan has five 14-inch wings and has the function that allows its four modes to be adjusted by remote control. Its height is adjustable between 0.7 and 0.86 m. This study had the fan's center set at a 0.6-m height for the experiment. This is the same height as the ASHRAE Standard 55-2013 [6] uses to assess thermal comfort with the occupant sitting down. The fan power increases the air velocity from level 1 to 4, and this study utilized only the fan power from 1 to 3, leaving out level 4. Here, we express level 1 as the low mode (L), level 2 as the medium mode (M), and level 3 as the high mode (H). Table 2 shows the air velocity according to fan mode. To ensure that only the air velocity caused by the fan would be measured by minimizing the effect of crosswind, a single room of sufficient size was chosen so that the experiment would be less affected by other structures such as pillars. The selected room was a single room with the dimensions of 6.88 m (L) × 8.64 m (W) × 3 m (H), with pillars (0.68 m × 0.5 m) on the west and east side of the room. Desks, chairs, and a whiteboard were piled on the western wall of the room, making the actual area used for measurement approximately 46 m 2 .
Indoor Temperature Control of Target Space
Two electric heat pump (EHP) devices installed on the ceiling were used for indoor temperature control. To ensure that the air current from the EHP did not affect the occupant, a thin vinyl was installed at 2-m height to create a temporary ceiling between the EHP and the occupant's head. Also, as two fans would not have any effect if they were more than 3 m apart [21] , questionnaires were administered in groups of two. Figure 2 shows the position of the fan and the occupant. F indicates the fan, and O indicates the occupant location. X is the measurement spots of indoor temperature and humidity. The distance between F1 and F2 is 3.0 m, and the distance between the fan and the occupant is 1.5 m. Also, to minimize discomfort such as dry eyes that may be induced by the extended exposure to air current given the length of the experiment and to account for the actual use of the fan when sitting at a desk, the fan was positioned so that the air current from it reached the occupant from the side (left). The fan power increases the air velocity from level 1 to 4, and this study utilized only the fan power from 1 to 3, leaving out level 4. Here, we express level 1 as the low mode (L), level 2 as the medium mode (M), and level 3 as the high mode (H). Table 2 shows the air velocity according to fan mode. To ensure that only the air velocity caused by the fan would be measured by minimizing the effect of crosswind, a single room of sufficient size was chosen so that the experiment would be less affected by other structures such as pillars. The selected room was a single room with the dimensions of 6.88 m (L) × 8.64 m (W) × 3 m (H), with pillars (0.68 m × 0.5 m) on the west and east side of the room. Desks, chairs, and a whiteboard were piled on the western wall of the room, making the actual area used for measurement approximately 46 m 2 .
Questionnaire Conditions
Indoor Temperature Control of Target Space
Two electric heat pump (EHP) devices installed on the ceiling were used for indoor temperature control. To ensure that the air current from the EHP did not affect the occupant, a thin vinyl was installed at 2-m height to create a temporary ceiling between the EHP and the occupant's head. Also, as two fans would not have any effect if they were more than 3 m apart [21] , questionnaires were administered in groups of two. Figure 2 shows the position of the fan and the occupant. F indicates the fan, and O indicates the occupant location. X is the measurement spots of indoor temperature and humidity. The distance between F1 and F2 is 3.0 m, and the distance between the fan and the occupant is 1.5 m. Also, to minimize discomfort such as dry eyes that may be induced by the extended exposure to air current given the length of the experiment and to account for the actual use of the fan when sitting at a desk, the fan was positioned so that the air current from it reached the occupant from the side (left). The indoor environment conditions for the questionnaire is as shown in Table 3 . There are five indoor temperatures: 22, 24, 26, 28, and 30 °C ; the fan modes consisted of off, low (L), medium (M), and high (H). Also, the relative humidity was kept within the comfort range of 40-60%. To ensure consistency of the temperature and the humidity, a measurement devices were installed at X to monitor the conditions in the duration of the questionnaire process. [16] , experiments were conducted with students from the area. Table 4 shows the physical attributes of the study subjects, who were healthy students in the 20s with an average age of 26. The indoor environment conditions for the questionnaire is as shown in Table 3 . There are five indoor temperatures: 22, 24, 26, 28, and 30 • C; the fan modes consisted of off, low (L), medium (M), and high (H). Also, the relative humidity was kept within the comfort range of 40-60%. To ensure consistency of the temperature and the humidity, a measurement devices were installed at X to monitor the conditions in the duration of the questionnaire process. [16] , experiments were conducted with students from the area. Table 4 shows the physical attributes of the study subjects, who were healthy students in the 20s with an average age of 26. To ensure psychological variables such as stress did not affect the comfort assessment, study subjects were recommended to have at least 7 h of sleep the previous night. It was notified prior to the experiment that they were to wear underwear, half-sleeves, long summer pants (excluding jeans), socks, and slippers. Those with longer hair were required to tie their hair. During the questionnaire, the occupants' activities were limited to light reading and writing; they were not allowed to leave their spots during the experiment.
Questionnaire Conditions
Questionnaire Procedures
The procedures for the questionnaire are as shown in Figure 3 . Fan mode started at Off, and changed to Low, Medium, and High in that order. " " indicates the administration of the questionnaire. Each subject took 15 min to adapt to indoor temperature before operating the fan, and they were given a 5-min break before the change to the fan mode within the room. Once the questionnaires were collected for the four fan modes under one temperature conditions, the indoor temperature was adjusted. The subjects were allowed at this point to leave the space for a 25-30-min break. If the subjects complained of severe cold or heat they filled out the survey immediately, stopping the experiment and allowing the subjects to take a break. To ensure psychological variables such as stress did not affect the comfort assessment, study subjects were recommended to have at least 7 h of sleep the previous night. It was notified prior to the experiment that they were to wear underwear, half-sleeves, long summer pants (excluding jeans), socks, and slippers. Those with longer hair were required to tie their hair. During the questionnaire, the occupants' activities were limited to light reading and writing; they were not allowed to leave their spots during the experiment.
The procedures for the questionnaire are as shown in Figure 3 . Fan mode started at Off, and changed to Low, Medium, and High in that order. "▼" indicates the administration of the questionnaire. Each subject took 15 min to adapt to indoor temperature before operating the fan, and they were given a 5-min break before the change to the fan mode within the room. Once the questionnaires were collected for the four fan modes under one temperature conditions, the indoor temperature was adjusted. The subjects were allowed at this point to leave the space for a 25-30-min break. If the subjects complained of severe cold or heat they filled out the survey immediately, stopping the experiment and allowing the subjects to take a break. 
Questionnaire Contents
As can be seen in Table 5 , the contents of the questionnaire constituted of thermal sensation, thermal comfort, thermal acceptability, and demands on changes to the air velocity. A questionnaire was administered over 20 times according to changes in the experiment conditions. 
Questionnaire Results
Thermal Sensation (TS)
The first item on the questionnaire asked about the general thermal sensation. The subjects were instructed prior to the experiment to express thermal sensation on a scale of -3 (cold), −2 (cool), −1 (slightly cool), 0 (neutral), +1 (slightly warm), +2 (warm), and +3 (hot). Table 6 shows the average thermal sensation and thermal comfort among the 16 study subjects according to fan mode. According to the ASHRAE Standard 55-2013 [6] , thermal sensation from −1 to +1 is regarded as representing comfort when assessing the indoor thermal environment through a questionnaire. However, when compared to the second item thermal comfort, subjects selected a thermal sensation in the range of −2 to 0 when they answered that the thermal environment was comfortable. Such a low thermal sensation appears to be due to the age group of the subjects (who were in their 20s), indicating that that −2 (cool) is pleasantly cool. Also, as the experiment was conducted during July in the summer, a cooler sensation may have been preferred. Figure 4 shows the proportion of the responses to each item of the questionnaire. At 22 • C, more than 75% of the responses did not show thermal comfort, with the exception of the L mode, and no one felt strong comfort at H mode. Even when the fan was not in operation, the proportion of those who reported strong comfort was 44%, less than half. This indicates that for thermal comfort the fan should not be operated. In contrast, the responses in the comfort range was 75%, but those who showed "strong comfort" represented 19%, indicating that the operation of the fan did not have a positive impact on the thermal comfort of occupants. That is, at 22 and 30 • C occupants cannot feel thermal comfort, making them the limit temperatures on use of the fan. These results are similar to those of a previous study [14] . The responses on TC and TA were mostly similar. At an Off mode of 22 °C , 75% of the responses indicated comfort, but the responses on acceptability did not reach 75%. At an H mode of 26 °C , the comfort responses were 69%, but acceptability was over 75%. At Off and L modes of 30 °C , most responses demanded a stronger air velocity, but at M and H modes, 50% of the occupants did not demand a stronger air velocity although the thermal discomfort had not yet been relieved. Also, no respondents wanted a higher wind velocity at H mode at any of the temperature conditions.
Demands on Changes to the Air Velocity
Thermal Manikin Experiment
Experiment Overview
A thermal manikin test was conducted to quantify the cooling effect of the stand fan. This experiment measured the heat flux in each body part, which was used to calculate the convective heat transfer coefficient and the cooling effect.
Thermal Manikin Experiment
Environmental Chamber
The thermal manikin test was conducted in an environment chamber within the research facility. This chamber constitutes of an airflow device (0.7 m × 0.48 m) with three fans stacked on top of each other as seen in Figure 5a , and a thermal manikin ("Newton"), as seen in Figure 5b The responses on TC and TA were mostly similar. At an Off mode of 22 • C, 75% of the responses indicated comfort, but the responses on acceptability did not reach 75%. At an H mode of 26 • C, the comfort responses were 69%, but acceptability was over 75%. At Off and L modes of 30 • C, most responses demanded a stronger air velocity, but at M and H modes, 50% of the occupants did not demand a stronger air velocity although the thermal discomfort had not yet been relieved. Also, no respondents wanted a higher wind velocity at H mode at any of the temperature conditions.
Demands on Changes to the Air Velocity
Thermal Manikin Experiment
Experiment Overview
Thermal Manikin Experiment
Environmental Chamber
The thermal manikin test was conducted in an environment chamber within the research facility. This chamber constitutes of an airflow device (0.7 m × 0.48 m) with three fans stacked on top of each other as seen in Figure 5a , and a thermal manikin ("Newton"), as seen in Figure 5b Figure 5d . The environment control within the chamber is as shown in Table 7 .
Sustainability 2019, 11, x FOR PEER REVIEW 9 of 19 chamber is 3.3 m (L) × 2.9 m (W) × 2.9 m (H) as shown in Figure 5d . The environment control within the chamber is as shown in Table 7 . The temperature conditions inside the chamber were adjusted between five temperatures of 22, 24, 26, 28, and 30 °C , and air velocity mode constituted of four modes, off, low, medium, and high. Experiments were conducted for a total of 20 environment conditions that combined the two. Given the limitations in space, the standing fan was replaced with the airflow device within the chamber. Indoor temperature, relative humidity, and air velocity were kept as the same as what was used for the questionnaire survey. The clothing of the thermal manikin was made to be similar to the instructed clothing for the questionnaire in Figure 2c , as can be seen in Figure 5b ,c. Fourteen body segments ( is the body segments), as can be seen in Table 8 , were used for the thermal manikin test to measure the heat flux and derive the convective heat transfer coefficient. 
Environmental Conditions
The temperature conditions inside the chamber were adjusted between five temperatures of 22, 24, 26, 28, and 30 • C, and air velocity mode constituted of four modes, off, low, medium, and high. Experiments were conducted for a total of 20 environment conditions that combined the two. Given the limitations in space, the standing fan was replaced with the airflow device within the chamber. Indoor temperature, relative humidity, and air velocity were kept as the same as what was used for the questionnaire survey. The clothing of the thermal manikin was made to be similar to the instructed clothing for the questionnaire in Figure 2c , as can be seen in Figure 5b ,c. Fourteen body segments (i is the body segments), as can be seen in Table 8 , were used for the thermal manikin test to measure the heat flux and derive the convective heat transfer coefficient. 
To maintain the same conditions as the questionnaire, the air flow was made to come from the left. The airflow device was calibrated so that the airflow would create the same air velocity as the stand fan from the position of the manikin. Table 9 compares the air velocity of the stand fan and the air velocity of the airflow device in the chamber. Using the air velocity measurements at 0.1, 0.6, and 1.1 m from the ground, root mean square error (RMSE) and mean bias error (MBE) were used to analyze the similarity between the two sets of values. Based on the assessment that the air velocity of the stand fan for the questionnaire was similar to that of the airflow device, the experiments were carried out. 
Experiment Results
Convective Heat Transfer Coefficient
Convective heat transfer coefficient (ℎ ) can be derived from the thermal manikin test. According to a previous study [22] , ℎ according to the change in air velocity can be derived as in Equation (1) ℎ = × (1) 
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Airflow Device
Experiment Results
Convective Heat Transfer Coefficient
Convective heat transfer coefficient (h c ) can be derived from the thermal manikin test. According to a previous study [22] , h c according to the change in air velocity can be derived as in Equation (1) 
where h c is the coefficient of convective heat transfer (W/m 2 K), v is the air velocity (m/s), and B and n are the coefficients. h c value for each body part and indoor temperature conditions were organized by B, n and the coefficient of determination R 2 (see Table 10 [23]). 
Discussion
Comfort Conditions of Stand Fan Use
The above results may be combined to categorize the comfort conditions as seen in Table 12 . Thermal sensation (TS) between −2 and 0, thermal comfort (TC) responses of "comfort" (strong comfort + comfort) over 75 %, and TA responses of "acceptable" (strongly acceptable, acceptable) over 75% were regarded as comfort conditions and marked as *. ** indicates that over 50% reported strong comfort, indicating the ideal comfort conditions. The ideal comfort conditions (**) were met at Off and L modes of 24 °C, L and M modes of 26 °C, and M and H modes of 28 °C. * indicates an Off mode of 26 °C, L mode of 28 °C, and H mode of 30 °C, where the subjects felt some heat. 
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The above results may be combined to categorize the comfort conditions as seen in Table 12 . Thermal sensation (TS) between −2 and 0, thermal comfort (TC) responses of "comfort" (strong comfort + comfort) over 75 %, and TA responses of "acceptable" (strongly acceptable, acceptable) over 75% were regarded as comfort conditions and marked as *. ** indicates that over 50% reported strong comfort, indicating the ideal comfort conditions. The ideal comfort conditions (**) were met at Off and L modes of 24 The hand value shows significant changes according to the adjustments in air velocity. Head and forearm follow values follow with a higher value. On the other hand, h c value for most of the lower body appears to be relatively less affected by the increase in air velocity.
An interesting aspect in the h c for different body parts derived through the thermal manikin test is that the opposite side of the body from direct contact with the air flow has a very low R 2 value (highlighted in Table 10 ). That is, the coefficient of convective heat transfer in the body parts opposite to the air flow appeared to have no correlation to the air velocity from the standard point when the fan is in operation. Also, such body parts seems to increase as the air velocity of the fan increase. To look at the value for the whole body, the results are similar to the findings of previous researchers, with an n value range of 0.5-0.6. Also, the B value appeared to increase as the indoor temperature increased.
Cooling Effect by the Stand Fan
Cooling effect by the stand fan may be expressed as the difference in equivalent temperature (t eq ) [24] . Here, the equivalent temperature is defined as, "The uniform temperature of the imaginary enclosure with air velocity equal to zero in which a person will exchange the same dry heat by radiation and convection as in the actual non-uniform environment" [25] . Assuming that the before and after test of the thermal manikin test is equivalent to the stand on/off state, the cooling effect (t eq ) the difference in equivalent temperature are calculated as per Equations (2)- (4) .
where ∆t eq is the equivalent temperature difference ( • C), t eq,On is the equivalent temperature when fan is on ( • C), t eq,O f f is the equivalent temperature when fan is off ( • C), t eq is the manikin-based equivalent temperature ( • C), is the manikin-based skin temperature ( • C), . q t is the sensible heat loss (W/m 2 ), h cal is the coefficient of dry heat transfer (W/m 2 K), and h r is the coefficient of radiant heat transfer (W/m 2 K).
In this study, t sk and . q t used the values derived through the thermal manikin test, h c was calculated using Equation (1), and h r was assumed to be the widely accepted value regardless of the position of the human body: 4.7 W/m 2 K [26] . According to ASHRAE [27] , emissivity can be assumed, and explicit solutions for h r are rarely obtained for clothed subjects due to the difficulties in measuring average clothed body surface temperature. Therefore the value h r = 4.7 W/m 2 K has been widely accepted as a reasonable whole-body estimate for general purposes. Figure 6 shows the cooling effect on each body part according to air velocity. The lower the indoor temperature and the stronger the fan speed, the more significant the cooling effect. As the airflow comes from the left, the left side of the body displayed a more significant cooling effect than the right side. In particular, the right arm and hand, which is level with the height of the fan, showed the most cooling effect. In the case of the thighs and calves, the left and right did not show much difference and had similar values. In the case of the right arm (especially in the upper right arm covered by clothing), there was little difference in cooling effect between different fan speeds. The cooling effect remained close to 0 • C, showing that airflow mostly did not reach the body part. Figure 7 is a schematization of the cooling effect in each set temperature for 20 test conditions. This was calculated using Equation (5) to represent the cooling effect according to value, taking into consideration the aggravated value by the surface of the body part. Here, s i was based on the analysis of the sensitivity of each body segment [23] using the standardized regression coefficient (SRC) equation [28] , as can be seen in Table 11 .
where ∆t T eq,w is the weighted cooling effect from body surface at indoor set-point temperature (T) ( • C), ∆t T eq,i is the cooling effect on the body segment at indoor set-point temperature (T) ( • C), A sur f ,i is the surface of the body segment [m 2 ], s i is the sensitivity of body segment, T is the indoor set-point temperature (i.e., 22, 24, 26, 28, 30) ( • C), and i is the body segments (i.e., 1 = head, 2 = R-hand, · · · , 14 = L-foot).
As can be seen in Figure 7 , the cooling effect is present for all but Off modes in every indoor set-point temperature. At 30 and 28 • C, the cooling effect of Off, L, M and H modes did not surpass 2 • C. However, H mode of 24 • C had the cooling effect higher than 2 • C, making it cooler than Off mode of 24 • C. Further, M and H mode of 24 • C may be cooler than the Off mode of 22 • C. Overall, the lower the temperature, the higher the cooling effect according to fan mode. 
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The above results may be combined to categorize the comfort conditions as seen in Table 12 . Thermal sensation (TS) between −2 and 0, thermal comfort (TC) responses of "comfort" (strong comfort + comfort) over 75 %, and TA responses of "acceptable" (strongly acceptable, acceptable) over 75% were regarded as comfort conditions and marked as *. ** indicates that over 50% reported strong comfort, indicating the ideal comfort conditions. The ideal comfort conditions (**) were met at Off and L modes of 24 • C, L and M modes of 26 • C, and M and H modes of 28 • C. * indicates an Off mode of 26 • C, L mode of 28 • C, and H mode of 30 • C, where the subjects felt some heat. 
Cooling Effect of the Stand Fan
The cooling effect results from the thermal manikin test were compared to the questionnaire results. First, the expected sensible indoor temperature that assumes that the indoor temperature decreased from the cooling effect of the stand fan was calculated using the following Equation (6).
where T p is the expected sensible indoor temperature ( • C). Figure 8 compares the expected sensible indoor temperature and TS for each set temperature. Here, the expected sensible indoor temperature reflects the cooling effect of each fan mode on the indoor temperature, and TS is the average value of the 16 subjects.
As can be seen from 1 and 2 of Figure 8 , the TS values of Off mode at 28 and 26 • C were respectively 0.81 and 0.25. The expected sensible indoor temperature at Off mode of 28 • C turned out to be lower than H mode of 30 • C, but the questionnaire results show that the subjects felt slightly warm. Similarly, the expected sensible indoor temperature at Off mode of 26 • C turned out to be lower than M and H mode of 28 • C, but the questionnaire results showed the subjects felt slightly warm. At 26 and 28 • C, it appears that subjects felt cooler when there was air current compared to when there is not, even if the sensible indoor temperature is low. Such results are connected to the demand for air velocity change appearing as "more" in Off mode of 26 • C, and Off and L modes of 28 • C. However, in situations with indoor temperature such as 30 • C, a smaller air flow was felt to be hotter than none, as can be seen from 3 of Figure 8 .
The TS for M mode of 28 • C, L mode of 26 • C, and Off mode of 24 • C were almost identical. This implies that the expected sensible indoor temperature may be different, but what the human body feels is similar.
At low indoor temperature, high velocity created an excessive cooling effect. That is, M and H modes of 26 • C and L, M, and H modes of 24 • C produced a TS below −1. At a very low indoor temperature, the subjects responded that it was very cold regardless of the stand fan.
As previously mentioned, the existing study considers −1~+1 TS to represent comfort, and the expected sensible indoor temperature was calculated to be 24.00-27.66 • C. However, the M and H modes of 26 • C each showed expected sensible indoor temperatures of 24.17 and 23.48 • C, but the TS was lower than −1. Further, H mode of 28 • C and L mode of 24 • C had TS slightly below −1, but was analyzed to be sufficiently acceptable (see Figure 4b ). As can be seen from ① and ② of Figure 8 , the TS values of Off mode at 28 and 26 °C were respectively 0.81 and 0.25. The expected sensible indoor temperature at Off mode of 28 °C turned out to be lower than H mode of 30 °C , but the questionnaire results show that the subjects felt slightly warm. Similarly, the expected sensible indoor temperature at Off mode of 26 °C turned out to be lower than M and H mode of 28 °C , but the questionnaire results showed the subjects felt slightly warm. At 26 and 28 °C , it appears that subjects felt cooler when there was air current compared to when there is not, even if the sensible indoor temperature is low. Such results are connected to the demand for air velocity change appearing as "more" in Off mode of 26 °C , and Off and L modes of 28 °C . However, in situations with indoor temperature such as 30 °C , a smaller air flow was felt to be hotter than none, as can be seen from ③ of Figure 8 .
The TS for M mode of 28 °C , L mode of 26 °C , and Off mode of 24 °C were almost identical. This implies that the expected sensible indoor temperature may be different, but what the human body feels is similar.
At low indoor temperature, high velocity created an excessive cooling effect. That is, M and H modes of 26 °C and L, M, and H modes of 24 °C produced a TS below −1. At a very low indoor temperature, the subjects responded that it was very cold regardless of the stand fan.
As previously mentioned, the existing study considers −1~+1 TS to represent comfort, and the expected sensible indoor temperature was calculated to be 24.00-27.66 °C . However, the M and H modes of 26 °C each showed expected sensible indoor temperatures of 24.17 and 23.48 °C , but the TS was lower than −1. Further, H mode of 28 °C and L mode of 24 °C had TS slightly below −1, but was analyzed to be sufficiently acceptable (see Figure 4b ).
Conclusions and Future Works
This study conducted a comprehensive analysis of the cooling effect of the local air currents from the stand fan. The study consisted of a questionnaire for male and female subjects in their 20s and a thermal manikin test. Comfort conditions for each set indoor temperature were derived. The main results are summarized as follows: 
This study conducted a comprehensive analysis of the cooling effect of the local air currents from the stand fan. The study consisted of a questionnaire for male and female subjects in their 20s and a thermal manikin test. Comfort conditions for each set indoor temperature were derived. The main results are summarized as follows:
•
The stand fan was most effective at M and L modes of 28 • C, Off and L modes of 26 • C, and Off mode of 24 • C. In situations with an indoor temperature of 28 • C, a stand fan would be able to create a sufficient cooling effect.
It was possible to confirm that the human body feels cooling when airflow is created. However, with a set indoor temperature that is 30 or 22 • C the cooling effect due to airflow may produce different results than expected.
These data will prove useful for generating and operating a cooling strategy. Further, by providing an interpretation of the cooling effect in quantifiable values, it may be possible to use these data for a comparison with the energy use of other cooling systems such as air conditioning and for use as the primary material for assessing the energy consumption rate. Future studies on energy use would not only allow for a suggestion of energy-conserving cooling methods that take comfort conditions into account, but also a more accurate analysis of energy consumption. 
